TSOs’ note on preferred start time of WD1 Trading Day

The concern which the TSOs have regarding the start time of the second part of the WD1 trading day is how it relates to the time of the peak demand. As shown in the demand curves below, in summer the peak typically happens at lunchtime but on occasion a peak of similar or greater magnitude happens in the evening. In the late spring and early autumn, the demand is consistently high from lunchtime till the late evening when the lighting load kicks in. 

In autumn, winter and spring as the lighting and heating demands coincide, the peak will happen in the evening time.  On top of managing the magnitude of the peak demand of the day, the rise in demand up to the peak happens at a very fast rate. A huge focus of the planning of the generation engineer in the control centre is in ensuring that there is adequate generation committed and that it reaches the required output to meet the demand at the peak. Margins between total available generation and system demand are generally at their tightest around this time and although reserve is carried to cover the loss of the largest generator on the system, losing a generator coming up to the peak, when the system is stressed, would typically be the worst possible time for an event like this to happen.   If a new WD schedule with corresponding new inter-connector schedules were to take effect before the peak, there could be inadequate time to manage the change, in what is already one of the most difficult periods of the day. To manage this risk, the TSO’s would have to apply greater restrictions around the inter-connector ramp rates or limit the size of changes between trading periods. 

It is understood that from a market point of view, there may be a wish to open up as much of the day as possible to intra-day trading. For the reasons detailed above, the TSOs would like to push the start time to after the peak but realise that at particular times of the year that would mean delaying it till as late as 22:00, which would limit the usefulness of intra-day trading. With later peak times, the TSOs will have more time to plan for and call on additional generation if required to deal with changed forthcoming inter-connector schedules. Balancing both of these concerns, the preference of the TSOs is for the start time of the second part of the WD1 trading day (i.e. start time from which WD1 prices apply) to be 18:00.











Typical Summer All-Island Demand
Typical Summer Demand	0.25	0.27083333333333326	0.29166666666666707	0.31250000000000006	0.33333333333333298	0.35416666666666707	0.37500000000000006	0.39583333333333298	0.41666666666666707	0.43750000000000006	0.45833333333333293	0.47916666666666607	0.5	0.52083333333333304	0.54166666666666596	0.5625	0.58333333333333293	0.60416666666666596	0.62500000000000011	0.64583333333333315	0.66666666666666607	0.6875	0.70833333333333304	0.72916666666666596	0.75000000000000011	0.77083333333333315	0.79166666666666596	0.8125	0.83333333333333304	0.85416666666666596	0.87499999999999911	0.89583333333333304	0.91666666666666596	0.937499999999999	0.95833333333333304	0.97916666666666596	0.999999999999999	1.0208333333333299	1.0416666666666698	1.0625	1.0833333333333299	1.1041666666666701	1.125	1.1458333333333299	1.1666666666666701	1.1875	1.2083333333333299	1.2291666666666698	1.25	1.2708333333333299	1.2916666666666698	1.3125	1.3333333333333299	1.3541666666666701	1.375	1.3958333333333299	1.4166666666666698	1.4374999999999998	1.4583333333333299	1.4791666666666698	2653	2781	3042	3366	3685	4003	4225	4348	4391	4433	4497	4543	4588	4623	4598	4488	4449	4446	4436	4451	4501	4604	4704	4702	4646	4532	4440	4369	4258	4235	4302	4233	4122	3905	3647	3388	3143	2957	2808	2702	2668	2614	2521	2496	2508	2507	2544	2632	2707	2815	3092	3423	3751	4056	4296	4407	4455	4486	4554	4594	Time
MW's
Typical April All-Island Demand
Typical April All Island Demand	0.25	0.27083333333333326	0.29166666666666707	0.31250000000000006	0.33333333333333298	0.35416666666666707	0.37500000000000006	0.39583333333333298	0.41666666666666707	0.43750000000000006	0.45833333333333293	0.47916666666666607	0.5	0.52083333333333304	0.54166666666666596	0.5625	0.58333333333333293	0.60416666666666596	0.62500000000000011	0.64583333333333315	0.66666666666666607	0.6875	0.70833333333333304	0.72916666666666596	0.75000000000000011	0.77083333333333315	0.79166666666666596	0.8125	0.83333333333333304	0.85416666666666596	0.87499999999999911	0.89583333333333304	0.91666666666666596	0.937499999999999	0.95833333333333304	0.97916666666666596	0.999999999999999	1.0208333333333299	1.0416666666666698	1.0625	1.0833333333333299	1.1041666666666701	1.125	1.1458333333333299	1.1666666666666701	1.1875	1.2083333333333299	1.2291666666666698	1.25	1.2708333333333299	1.2916666666666698	1.3125	1.3333333333333299	1.3541666666666701	1.375	1.3958333333333299	1.4166666666666698	1.4374999999999998	1.4583333333333299	1.4791666666666698	2879	2942	3015	3181	3393	3614	3805	3933	4050	4106	4127	4149	4130	4128	4103	3997	3887	3845	3797	3771	3800	3801	3918	3987	4016	3987	3943	3922	3877	4083	4274	4177	4034	3818	3637	3478	3337	3320	3177	3096	3003	2925	2849	2760	2736	2739	2750	2724	2711	2707	2708	2812	2978	3146	3307	3441	3611	3737	3813	3884	Time
MW's
Typical Winter All-Island Demand	0.25	0.27083333333333326	0.29166666666666707	0.31250000000000006	0.33333333333333298	0.35416666666666707	0.37500000000000006	0.39583333333333298	0.41666666666666707	0.43750000000000006	0.45833333333333293	0.47916666666666607	0.5	0.52083333333333304	0.54166666666666596	0.5625	0.58333333333333293	0.60416666666666596	0.62500000000000011	0.64583333333333315	0.66666666666666607	0.6875	0.70833333333333304	0.72916666666666596	0.75000000000000011	0.77083333333333315	0.79166666666666596	0.8125	0.83333333333333304	0.85416666666666596	0.87499999999999911	0.89583333333333304	0.91666666666666596	0.937499999999999	0.95833333333333304	0.97916666666666596	0.999999999999999	1.0208333333333299	1.0416666666666698	1.0625	1.0833333333333299	1.1041666666666701	1.125	1.1458333333333299	1.1666666666666701	1.1875	1.2083333333333299	1.2291666666666698	1.25	1.2708333333333299	1.2916666666666698	1.3125	1.3333333333333299	1.3541666666666701	1.375	1.3958333333333299	1.4166666666666698	1.4374999999999998	1.4583333333333299	1.4791666666666698	3703.82	3903.8900000000003	4305.4800000000005	4654.05	4901.9699999999993	5084.84	5261.1600000000008	5426.1900000000005	5543.7	5613.75	5692.94	5753.1100000000006	5784.6500000000005	5815.7	5804.07	5731.9299999999994	5710.56	5746.85	5766.64	5822.9299999999994	5964.31	6279.02	6431.67	6641	6407.23	6177.49	6089.39	6046.06	5858.99	5731.56	5629.6500000000005	5365.2	5124.42	4892.6000000000004	4754.8900000000003	4716.37	4793.6200000000008	4582.13	4399.28	4245.45	4080.29	3960.94	3901.8900000000003	3863.55	3807.01	3774.4500000000003	3760.07	3770.19	3943.4300000000003	4165.4699999999993	4557.3900000000003	4952.57	5137.41	5181.96	5331.84	5544.24	5707.49	5791.07	5856.17	5910.59	Time
MW's
