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Clearly show proposed code change using tracked changes, & include any necessary explanatory information 

	This modification proposal consists of two parts:

· The first part is the classification of technical data items: This incorporates a number of proposed reclassifications of data items between Registration Data, Technical Offer Data and Commercial Offer Data. It also defines Validation Registration Data and Validation Technical Offer Data, those Registration and Technical Offer Data items that are validated through the manual validation process.

· The second part of the proposed modification is the clarification of the existing interim validation process.

Proposed Modification Part 1: Classification of technical data items 
T&SC Section 5:
5.113  Each Participant shall submit additional Data Records in the Commercial Offer Data and Technical Offer Data in respect of each of its Pumped Storage Units.  These additional Data Records are:

Commercial Offer Data

1.      Target Reservoir Level at the end of the Trading Day;

2.      Pumped Storage Cycle Efficiency (PSCEut), submitted as a single value for each Trading Day to apply to all Trading Periods h within that Trading Day t. The value of Pumped Storage Cycle Efficiency shall in all cases be submitted as greater than 0% and less than or equal to 100% (with the specific value calculated as the relevant quantity of Generation divided by the relevant quantity of Demand);
Technical Offer Data 

2.      Pumped Storage Cycle Efficiency (PSCEut), submitted as a single value for each Trading Day to apply to all Trading Periods h within that Trading Day t. The value of Pumped Storage Cycle Efficiency shall in all cases be submitted as greater than 0% and less than or equal to 100% (with the specific value calculated as the relevant quantity of Generation divided by the relevant quantity of Demand);
3.         Target Reservoir Level Percentage;

4.     Maximum Storage Capacity (PSMAXLut) expressed in terms of generation (MWh) for each Pumped Storage Unit u within Trading Day t; and
5.     Minimum Storage Capacity (PSMINLut) expressed in terms of generation (MWh) for each Pumped Storage Unit u within Trading Day t.

Appendix H: Participant and Unit Registration and Deregistration


Participation Notice

H.2     In completing a Participation Notice as set out in paragraph 2.33, a Party (or an Applicant as applicable) shall include the additional Registration Data pursuant to paragraph 2.33.17 as set out in Table H.1 below. Certain Registration Data items shall be classified as Validation Registration Data as outlined in Table H.1.
Table H.1 – Data, required from Party registering the Unit

Name

Term

Relevant Units

Validation Registration Data

Classification 

All Generator Units

Yes

Connection Agreement

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units and Netting Generator Units

Yes
Connection Point

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units and Netting Generator Units

Yes
Connection Type

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units and Netting Generator Units

Yes
Droop

%

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Effective Date

All Units

Yes
Energy Limited Flag

Energy Limited Generator Units only

Yes
Expiry Date

All Units

Yes
Firm Access Quantity (Site) (MW) 

FAQSst

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Unitsand Interconnector Residual Capacity Units
Yes
Fuel Type

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units and Netting Generator Units

Yes
Jurisdiction
All Units
Yes
Fixed Unit Load (MW)

FULu

All Generator Units except Interconnector Units, Interconnector Error Units and Interconnector Residual Capacity Units
Yes
Unit Load Scalar

ULSu

All Generator Units except Interconnector Units, Interconnector Error Units and Interconnector Residual Capacity Units
Yes
Registered Capacity (MW)

RCu

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units and Interconnector Residual Capacity Units
Yes
Meter Point Registration Number (in respect of the Generator demand)
All Generator Units except Interconnector Units, Interconnector Error Units and Interconnector Residual Capacity Units
Generic Settlement Class

All Generator Units
Yes
Priority Dispatch Flag
All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units and Interconnector Residual Capacity Units
Yes
Associated Interconnector

Only Interconnector Units, Interconnector Error Units and Interconnector Residual Capacity Units

No
Dispatchable Quantity

Demand Side Units only

Yes
Maximum Generation

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units. The Maximum Generation shall be submitted equal to the Registered Capacity of the Generator Unit.
Yes
Minimum Generation

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units.
Yes
Pumped Storage Flag

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units.
Yes
Netting Generator Flag

All Generator Units except Interconnector Units, Interconnector Error Units and  Interconnector Residual Capacity Units
Yes
Non Firm Access Quantity

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units.

Yes
Resource Name

All Units

Yes
Short Name

All Units

Yes
Station ID

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Station Name

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Unit Location ID

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Physical Location ID

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Station Address

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Commission Test Certificate

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units and Netting Generator Units

Yes
Previously Registered Flag

All Generator Units 

Yes
Previously Registered Unit Name

All Generator Units 

Yes
Previously Registered Participant Name

All Generator Units 

Yes
Qualified Communication Channels

All Generator Units 

Yes
Data Exchange Test Flag

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Licence Reference Number

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Licence Effective Date

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Licence Expiry Date

All Generator Units except Interconnector Units, Interconnector Error Units, Interconnector Residual Capacity Units, Demand Side Units and Netting Generator Units

Yes
Appendix I: Offer Data
Commercial Offer Data
Pumped Storage Unit Rules

I.9        In respect of each Pumped Storage Unit, the relevant Participant shall submit   Commercial Offer Data as set out in paragraph I.2 with the following exceptions: 

1.      Data shall be submitted in accordance with paragraph 5.112; and

2.   Target Reservoir Level and Pumped Storage Cycle Efficiency shall be submitted in accordance with paragraph 5.113.

Technical Offer Data

I.12     Each Participant shall submit Technical Offer Data to the Market Operator in respect of each of its Generator Units in accordance with the following provisions, subject to the exceptions outlined in paragraphs I.13 to I.18 inclusive: 

1. Technical Offer Data shall be submitted before Gate Closure for the Trading Day to which the data relates, as set out in paragraph 4.4 and no more that 28 days before Gate Closure; 

2. Data shall be submitted to reflect the real capabilities of the relevant Generator Unit net of Unit Load as set out in paragraph 4.26;

3. Data shall be submitted in respect of a Generator Unit such that it is consistent with data submitted for that Unit under the applicable Grid Code, scaled, where appropriate, by the appropriate Distribution Loss Adjustment Factor as set out in paragraph 4.27; 

4. Certain Technical Offer Data items shall be classified as Validation Technical Offer Data as set out in this paragraph I.12 and in paragraphs I.17 and I.18;
5. A Forecast Availability Profile shall be submitted in accordance with paragraph 4.28;
6. A Forecast Minimum Output Profile shall be submitted in accordance with paragraph 4.29; 
7. A Forecast Minimum Stable Generation Profile shall be submitted in accordance with paragraph 4.30;
8. A Short-Term Maximisation Capability, a Short-Term Maximisation Time, a Minimum Stable Generation and a Minimum Generation and a Maximum Generation shall be submitted and shall be classified as Validation Technical Offer Data; The Maximum Generation shall be submitted equal to the Registered Capacity of the Generator Unit; and
In addition, for Generator Units, the relevant Participant shall submit the following data items :
Name

Validation Technical Offer Data 

Minimum On Time

Yes
Minimum Off Time

Yes
Maximum On Time

Yes
Synchronous Start Up Time Hot

Yes
Synchronous Start Up Time Warm

Yes
Synchronous Start Up Time Cold

Yes
Block Load Cold

Yes
Block Load Hot

Yes
Block Load Warm

Yes
Deload Break Point

Yes
Deloading Rate 1 

Yes
Deloading Rate 2 

Yes
Dwell Time 1

Yes
Dwell Time 2 

Yes
Dwell Time 3 

Yes
Dwell Time Trigger Point 1 

Yes
Dwell Time Trigger Point 2 

Yes
Dwell Time Trigger Point 3 

Yes
End Point of Start Up Period 

Yes
Load Up Break Point Cold (1) 

Yes
Load Up Break Point Cold (2) 

Yes
Load Up Break Point Hot (1) 

Yes
Load Up Break Point Hot (2) 

Yes
Load Up Break Point Warm (1) 

Yes
Load Up Break Point Warm (2) 

Yes
Loading Rate Cold (1) 

Yes
Loading Rate Cold (2) 

Yes
Loading Rate Cold (3) 

Yes
Loading Rate Hot (1) 

Yes
Loading Rate Hot (2) 

Yes
Loading Rate Hot (3) 

Yes
Loading Rate Warm (1) 

Yes
Loading Rate Warm (2) 

Yes
Loading Rate Warm (3)

Yes
Ramp Down Break Point 1 

Yes
Ramp Down Break Point 2 

Yes
Ramp Down Break Point 3 

Yes
Ramp Down Break Point 4 

Yes
Ramp Down Rate 1 

Yes
Ramp Down Rate 2 

Yes
Ramp Down Rate 3 

Yes
Ramp Down Rate 4 

Yes
Ramp Down Rate 5 

Yes
Ramp Up Break Point 1 

Yes
Ramp Up Break Point 2 

Yes
Ramp Up Break Point 3 

Yes
Ramp Up Break Point 4 

Yes
Ramp Up Rate 1 

Yes
Ramp Up Rate 2 

Yes
Ramp Up Rate 3 

Yes
Ramp Up Rate 4 

Yes
Ramp Up Rate 5 

Yes
Soak Time Cold (1) 

Yes
Soak Time Cold (2) 

Yes
Soak Time Trigger Point Cold (1) 

Yes
Soak Time Trigger Point Cold (2) 

Yes
Soak Time Hot (1) 

Yes
Soak Time Hot (2) 

Yes
Soak Time Trigger Point Hot (1) 

Yes
Soak Time Trigger Point Hot (2) 

Yes
Soak Time Warm (1) 

Yes
Soak Time Warm (2) 

Yes
Soak Time Trigger Point Warm (1)

Yes
Soak Time Trigger Point Warm (2)

Yes
Start of Restricted Range 1

Yes
End of Restricted Range 1

Yes
Start of Restricted Range 2 

Yes
End of Restricted Range 2

Yes
Hot Cooling Boundary

Yes
Warm Cooling Boundary

Yes
Block Load Flag
Yes
9. Each Participant shall not submit individual Ramp Up Rates that will result in a Single Ramp Up Rate less than or equal to zero in the MSP Software and each Participant shall not submit individual Ramp Down Rates that will result in a Single Ramp Down Rate less than or equal to zero in the MSP Software. 

Pumped Storage Unit Rules

I.17   In respect of each Pumped Storage Unit, the relevant Participant shall submit Technical Offer Data as set out in paragraph I.12 with the following exceptions additions: 

1.  A Pumped Storage Cycle Efficiency, Target Reservoir Level Percentage, Maximum Storage Capacity and Minimum Storage Capacity shall be classified as Validation Technical Offer Data and shall be submitted in accordance with paragraph 5.113;

2.  A Forecast Minimum Output Profile and a Forecast Availability Profile shall be submitted as set out in paragraphs 5.114 and 5.115 respectively; and 
3.   A Pumping Capacity, which shall be classified as Validation Technical Offer Data.
Demand Side Unit Rules 
I.18      In respect of each Demand Side Unit, the relevant Participant shall submit Technical Offer Data comprising only: 

10. Forecast Availability Profile;

11. Forecast Minimum Output Profile;

12. Forecast Minimum Stable Generation Profile;

13. Maximum Ramp Down Rate, which must be a number greater than zero and shall be classified as Validation Technical Offer Data;

14. Maximum Ramp Up Rate, which must be a number greater than zero and shall be classified as Validation Technical Offer Data;

15. Minimum Down Time, which shall be classified as Validation Technical Offer Data; and 

16. Maximum Down Time, which shall be classified as Validation Technical Offer Data.

Glossary

Validation Registration Data

means certain Registration Data items, as set out in Appendix H "Participant and Unit Registration and Deregistration" in respect of a Generator Unit that are validated by the Market Operator against the Primary Data Set and the Alternative Data Set. 

Validation Technical Offer Data

means certain Technical Offer Data items, as set out in Appendix I "Offer Data" in respect of a Generator Unit that are validated by the Market Operator against the Primary Data Set and the Alternative Data Set. 

Connection Point

The physical point where the Party’s Generator Unit or a constituent of a Supplier Unit as applicable is joined to the Transmission System or the Distribution System as appropriate.
Connection Type

means the type of Connection to the Transmission System or Distribution System as appropriate as contained in the Connection Agreement between a Party and a System Operator or Distribution System Operator.
Droop

The percentage drop in the frequency that would cause the Generator Unit under free governor action to change its output from zero to its full capacity.

Energy Limited Flag

means a flag to indicate whether a Generator Unit is an Energy Limited Generator Unit.
Expiry Date

means the Trading Day up to which the registration of a Unit or Units is effective.
Fuel Type

The fuel or fuels registered in accordance with the Grid Code as  the principal fuel(s) authorised for energy production by the Generator Unit.
Priority Dispatch Flag

means a flag to indicate whether a Generator Unit has Priority Dispatch.
Associated Interconnector

means the relevant Interconnector on which a Generator Unit is registered by an Interconnector User. 
Pumped Storage Flag

means a flag to indicate whether a Generator Unit is a Pumped Storage Unit.
Netting Generator Flag

means a flag to indicate whether a Generator Unit is a Netting Generator Unit.
Non Firm Access Quantity

means the quantity of Output that a Generator Unit does not have firm rights under a Connection Agreement to be able to export onto the system at the point of Connection.
Resource Name

means the name associated with a particular Generator Unit or Supplier Unit.
Short Name

means the short name associated with a particular Generator Unit or Supplier Unit.
Station ID

means the identifier associated with a particular Generator Unit or group of Generator Units.
Station Name

means the name associated with a particular Generator Unit or group of Generator Units.
Unit Location ID

means the location identifier of a particular Generator Unit.
Physical Location ID

means the physical location identifier of a particular Generator Unit.
Station Address

means the address of a particular Generator Unit or group of Generator Units.
Commission Test Certificate

means the certificate to confirm that a particular Generator Unit has successfully completed commissioning testing in accordance with the Grid Code.
Previously Registered Flag

means a flag to indicate whether a Generator Unit or Supplier Unit has previously been registered to a different Participant in the Single Electricity Market.
Previously Registered Unit Name

means the previously registered name associated with a particular Generator Unit or Supplier Unit which was previously registered in the Single Electricity Market.
Previously Registered Participant Name

means the previously registered name associated with a particular Participant which was previously registered in the Single Electricity Market.
Qualified Communication Channels

means the Communication Channels for which the Participant is qualified as set out in Agreed Procedure 3 “Communication Channel Qualification”.
Data Exchange Test Flag

means a flag to indicate whether a Participant has successfully completed data exchange testing.

Licence Reference Number

means the reference number of the relevant Licence.
Licence Effective Date

means the date from which the relevant Licence is effective.
Licence Expiry Date

means the date until which the relevant Licence is effective
Short-Term Maximisation Time

means that part of Technical Offer Data for certain Generator Units which relates to an expectation of the time that the Short-Term Maximisation Capability could be maintained under a Maximisation Instruction.

Agreed Procedure 4, Appendix 2: BUSINESS DATA CONTAINED IN EACH ELEMENT

Unit (Resource) Data

Generator parameters

UNIT (RESOURCE) DATA - Generator parameters

Screen Name

Comment

 Type 2
Mandatory / Optional

 Type 3
Mandatory / Optional

Minimum Output Generation
Minimum Output of Generator Unit. The lowest value to which a unit can be scheduled.  at which a Generator Unit may operate.  Minimum Output will be equal to zero for all Generator Units that are not Pumped Storage Units or Interconnector Units.
Mandatory
Optional

Proposed Modification Part 2: Clarification of existing interim validation process
T&SC Section 7

7.48 Until the date that is 12 months after the Market Start Date, the Market Operator shall require submission of Validation Technical Offer Data Records, certain Data Records that which comprise a subset of the Technical Offer Data Transaction, by 12:00 on the Day prior to Gate Closure, as set out in Agreed Procedure 4 “Transaction Submission and Validation”.

7.49  Until the date that is 12 months after the Market Start Date, the Market Operator shall provide to the System Operator by 13:00 on the Day prior to Gate Closure any submitted Validation Technical Offer Data Records that have changed from the previously Accepted corresponding Data Records, as set out in Agreed Procedure 4 “Transaction Submission and Validation”.

7.50 Until the date that is 12 months after the Market Start Date, the System Operator shall assess the Validation Technical Offer Data Records provided by the Market Operator under 7.49 and will instruct the Market Operator to Accept or reject the Data Records.

7.51  Until the date that is 12 months after the Market Start Date, if the Market Operator does not receive notification to Accept the relevant Validation Technical Offer Data Records under 7.49 and 7.50, the last Accepted Validation Technical Offer Data Records shall be come the Default Data and be used by the Central Market Systems.   

7.52   Until the date that is 12 months after the Market Start Date, clause 3.43 shall be replaced with:

3.43 Each Participant that is required to submit Default Data shall review its submitted Default Data, Primary Data Set and Alternative Data Set at least once per quarter, and update it as necessary to seek to ensure that the Default Data, Primary Data Set and Alternative Data Set for each of the Participant’s Units continues to comply with the requirements set out in the Code for Technical Offer Data and Commercial Offer Data as appropriate.  If changes to the Primary Data Set or Alternative Data Set are required, they shall be submitted to the Market Operator for assessment by the System Operator and shall be approved or rejected as appropriate.

7.53 Until the date that is 12 months after the Market Start Date, the following definition will be added to the Glossary to the Code:

Primary Data Set

means, a set of Validation Technical Offer Data Records and Validation Registration Data Records approved by the relevant System Operator as per 7.48 to 7.52 of the Code.  Changes to Data Records which are submitted and do not match in their entirety the Primary Data Set within a submitted Technical Offer Data Transaction must be submitted by the Market Operator to the relevant System Operator for approval or rejection prior to being Accepted.  

Alternative Data Set

means, a set of Validation Technical Offer Data Records and Validation Registration Data Records approved by the relevant System Operator as per 7.48 to 7.52 of the Code.  Changes to Data Records which are submitted and do not match in their entirety the Alternative Data Set within a submitted Technical Offer Data Transaction must be submitted by the Market Operator to the relevant System Operator for approval or rejection prior to being Accepted.  

Agreed Procedure 4, Section 2.2, Table 2, Page 8.

The table below describes the timelines associated with different Data Transactions and their elements.

Certain MPR Class data submissions require more time than others for Market Operator approval. These include certain MPR Class data submissions relating to Validation Technical Offer Data contained within the Unit (Resource) Data Transaction which must be assessed by the System Operator to inform the Market Operator approval process.  The timeline below gives an indication of approval times expected to be required by the Market Operator. 

For MPI Class data submissions and for data queries and report queries no Market Operator approval is required.
Data Transaction 

Class

Element of Data Transaction

Timeline

Data submission

MPR

Unit (Resource) Data 

Can be submitted anytime before Gate Closure with effective date the next Trading Day with the following exceptions:

By 12:00 on the Day prior to Gate Closure, the Participant may submit the Technical Offer Data Transaction.  If the Data Transaction contains any Validation Technical Offer Data Records that have changed from the previously Accepted corresponding Data Records, they shall be submitted to the System Operator. Where the Data set does not match in its entirety the Primary Data Set or the Alternative Data Set the Market Operator shall submit and highlight any differences to the System Operator for assessment this will be approved or rejected. If the submitted data is not accepted, the previously Accepted data within the Central Market Systems will be used. The relevant data is that data outlined in sections I.12 to I.18 (Technical Offer Data) of the Trading and Settlement Code
…….



	Modification Proposal Justification
Clearly state the reason for the Modification & how it furthers the Code Objectives 

	Background
At present the Trading and Settlement Code (T&SC) provides for an interim manual process between the Market Operator and System Operators in relation to the validation of Technical Offer Data. This interim process is valid until the end of October 2008 under Section 7 of the T&SC. 
In the designated version of the T&SC, no provision for the validation of this technical data by the System Operators was made. However, any error in technical data could impact on prices in SEM and may also be a breach of the Grid Code. As such, the interim process for the validation of data submitted via the MPR was introduced through the Modifications Process (Mod 77_07 and subsequently Mod 11_08 and Mod 19_08) in order to prevent errors in technical data impacting on prices in SEM.  

This modification proposal contains proposed amendments to the Trading and Settlement Code to clarify the current interim validation process, detail the technical data items currently being validated and reclassify certain data items. The clarification and reclassification of certain data items will also be subsequently used in the proposed enduring solution for validation of technical data. 
Data in the SEM is split into the following categories:

· Registration Data, which is primarily submitted to the Market Operator when a Party, Participant or Unit is registered.

· Technical Offer Data, which is submitted for Generator Units at registration and updated as required.

· Commercial Offer Data, which is submitted for Generator Units on registration as Default Data and submitted daily as required.

· Other data required under the T&SC, which is primarily submitted to the Market Operator when a Party, Participant or Unit is registered.

The current validation process for technical data:

Clauses 7.48 to 7.53 of the T&SC detail an interim process for the validation of Technical Offer Data, which is required to fulfil Grid Code obligations.

As a result of these interim provisions within Section 7 of the T&SC, Participants may submit up to two technical data sets for “pre-approval” by the relevant System Operator (once approved, designated in the Code as the Primary Data Set and Alternative Data Set).  If a new technical data set is submitted by a Participant, it is manually validated against the Primary Data Set and Alternative Data Set by the Market Operator (this is a resource intensive manual process and is not supported by the Central Market Systems).  If it matches either of the pre-approved data sets, it is accepted by the Market Operator.  If not, it is sent to the relevant System Operator for approval and may not be approved for use in the Central Market Systems.

[image: image1.emf]


Figure 1 : Existing Validation Process

Currently, the validation process is resource intensive and it is not guaranteed that data submitted will have been considered for inclusion by Gate Closure for the relevant Trading Day.

Current Validation Timescales

Under the current provisions of the T&SC, the following are the timescales for validation of Technical Offer Data (a subset as defined in 7.48 of the T&SC):

· Submissions of such Technical Offer Data Transactions must be submitted by 12:00 on the day prior to Gate Closure (i.e. two days prior to the Trading Day).  

· Market Operator shall check whether the submitted Data Transaction matches the Primary Data Set or Alternative Data Set by 13:00 on the day prior to Gate Closure (i.e. two days prior to the Trading Day).

· Market Operator shall send any submitted data sets that do not match the Primary Data Set or Alternative Data Set to the relevant System Operator by 13:00 on the day prior to Gate Closure (i.e. two days prior to the Trading Day).

· If the System Operator notifies the Market Operator by Gate Closure that a submitted data set should be Accepted, the data should be Accepted for use within the Central Market Systems for the relevant Trading Day.

Data definition in the T&SC
Definition of “Technical Offer Data”

Technical Offer Data is strictly defined as per the T&SC (Appendix I).  However, there are some additional technical data items (which are currently being validated as per T&SC 7.48) that are not currently defined as Technical Offer Data in the enduring Code.  In addition, there are some data items that are either defined as Technical Offer Data or could be considered to be technical data items that are not being sent to System Operators to be validated.

This modification proposes to clarify exactly which data is validated through the interim validation process. 
Central Market Systems implementation

There are three key categories of data as defined in the Code:

· Registration Data.

· Technical Offer Data.

· Commercial Offer Data.

However, the submission of data to the Central Market Systems by Participants is split across two systems:

· Registration System (fed via the Registration section of the MPI or via the MPR_ALL.XSD schema).  This contains primarily Registration Data and Technical Offer Data as defined in the Code, a small number of Commercial Offer Data elements and a number of data items that are undesignated.

· Trading System (fed via the Trading section of the MPI or via the MINT_SEM.XSD schema).  This contains principally Commercial Offer Data but also some Technical Offer Data elements and some undesignated data items.

Under the interim validation process, the data to be validated by System Operators (as set out in 7.48 to 7.53 of the Code) is extracted exclusively from the Registration System.  However, this data contains some data items that are defined in the Code as Commercial Offer Data.  Similarly, the Trading System (from which no information is extracted for validation by System Operators) contains some data items that are currently defined as Technical Offer Data in the Code.

As a result, this modification proposes some changes to data definitions in the Trading and Settlement Code as outlined in the specific change below:
Data reclassification: Specific changes 
· MPRN is not a data item submitted by the Participant and as such has been deleted from Table H1.

· Maximum Generation reclassified as Registration Data from Technical Offer Data.
· Maximum Generation is currently defined in the T&SC as the maximum Output for a Generator Unit and is required to be submitted as equal to the Registered Capacity of the Generator Unit, which is Registration Data. As such, it is proposed here to reclassify Maximum Generation as Registration Data to align with Registered Capacity and maintain the obligation to submit as equal to Registered Capacity.
· Minimum Stable Generation has been added to Appendix I. 

· Minimum Stable Generation is currently defined in the T&SC as  the level of minimum sustainable Output in accordance with the Grid Code which a Generator Unit is capable of producing. This is used in the systems as the break point in Instruction Profiling between loading and ramping. This parameter has been added to the list of Technical Offer Data in Appendix I as it was previously undefined. 
· Pumped Storage Cycle Efficiency reclassified as Technical Offer Data from Commercial Offer Data
· The pumped storage cycle efficiency is required under the Grid Code to be submitted as part of the Generator Data Requirements for Pumped Storage units. The efficiency of a pumped storage unit is a physical characteristic of the unit and as such it is proposed here to reclassify PSCE as Technical Offer Data, which will be validated as part of Validation Technical Offer Data.
· Block Load Flag defined as Technical Offer Data
· Block Load Flag is currently not strictly defined under the T&SC, although it is referenced in Appendix O as being an input to Instruction Profiling. Unless Block Load Flag being equal to Yes, Block Load Cold, Block Load Hot and Block Load Warm will not be used. As this is a technical data item and as Block Load Cold, Warm and Hot are currently defined as Technical Offer Data, it is proposed to define this parameter as Technical Offer Data. 
· Short Term Maximisation Time defined as Technical Offer Data
· The Short Term Maximisation Time is currently undefined under the T&SC although this is a data item submitted as a technical data item. It is proposed to add this parameter to Technical Offer Data where Short Term Maximisation Capability is currently defined.

In addition to the specific items detailed above, a number of Registration Data items that are currently defined as such under the T&SC but were not explicitly contained within Table H1 within Appendix H have been added to provide clarity and allow the definition of Validation Registration Data (as discussed further below).
Definition of Validation Registration Data and Validation Technical Offer Data

This modification proposal defines two subcategories of Registration Data and Technical Offer Data: Validation Registration Data and Validation Technical Offer Data respectively. These are the subsets of Registration Data and Technical Offer Data that are being validated through the manual interim validation process of technical data items. Each data item that is being validated will now be explicitly detailed in the T&SC through these defined subsets. This will provide Participants with clarity on exactly which data items are validated through the interim validation process.
Clarification of the existing interim validation process

The proposed definitions of Validation Registration Data and Validation Technical Offer Data will provide clarity on exactly which data items are validated through the interim validation process. However, with the additions of these definition, it is necessary to update wording setting out the interim validation process in Section 7 of the T&SC and AP4 to refer explicitly to Validation Technical Offer Data.
Code Objectives

This modification proposal aims to further objectives 1.3.2 and 1.3.5 by providing greater clarity and transparency on the data items validated through the interim validation process and the administration of that process.
1.3.2 to facilitate the efficient, economic and coordinated operation, administration and development of the Single Electricity Market in a financially secure manner;

1.3.5  to provide transparency in the operation of the Single Electricity Market;



	Implication of not implementing the Modification
Clearly state the possible outcomes should the Modification not be made , or how the Code Objectives would not be met


	The implication of not implementing this modification is that a lack of clarity around exactly which data items are validated through the current interim validation process will remain

	Please return this form to Secretariat by e-mail to modifications@SEM-O.com




Notes on completing Modification Proposal Form:

1. If a person submits a Modification Proposal on behalf of another person, that person who proposes the material of the change should be identified on the Modification Proposal Form as the Modification Proposal Originator.

2. Any person raising a Modification Proposal shall ensure that their proposal is clear and substantiated with the appropriate detail including the way in which it furthers the Code Objectives to enable it to be fully considered by the Modifications Committee.
3. Each Modification Proposal will include a draft text of the proposed Modification to the Code.
4. For the purposes of this Modification Proposal Form, the following terms shall have the following meanings:

Code:
means the Trading and Settlement Code for the Single Electricity Market

Modification Proposal:
means the proposal to modify the Code as set out in the attached form

Derivative Work:
means any text or work which incorporates or contains all or part of the Modification Proposal or any adaptation, abridgement, expansion or other modification of the Modification Proposal

The terms “Market Operator”, “Modifications Committee” and “Regulatory Authorities” shall have the meanings assigned to those terms in the Code.  

In consideration for the right to submit, and have the Modification Proposal assessed in accordance with the terms of Section 2 of the Code (and Agreed Procedure 12), which I have read and understand, I agree as follows:

1.
I hereby grant a worldwide, perpetual, royalty-free, non-exclusive licence:

to the Market Operator and the Regulatory Authorities to publish and/or distribute the Modification Proposal for free and unrestricted access;

to the Regulatory Authorities, the Modifications Committee and each member of the Modifications Committee to amend, adapt, combine, abridge, expand or otherwise modify the Modification Proposal at their sole discretion for the purpose of developing the Modification Proposal in accordance with the Code;

to the Market Operator and the Regulatory Authorities to incorporate the Modification Proposal into the Code;

1.4
to all Parties to the Code and the Regulatory Authorities to use, reproduce and distribute the Modification Proposal, whether as part of the Code or otherwise, for any purpose arising out of or in connection with the Code.

2.
The licences set out in clause 1 shall equally apply to any Derivative Works.

3.
I hereby waive in favour of the Parties to the Code and the Regulatory Authorities any and all moral rights I may have arising out of or in connection with the Modification Proposal or any Derivative Works.

4.
I hereby warrant that, except where expressly indicated otherwise, I am the owner of the copyright and any other intellectual property and proprietary rights in the Modification Proposal and, where not the owner, I have the requisite permissions to grant the rights set out in this form.

5.
I hereby acknowledge that the Modification Proposal may be rejected by the Modifications Committee and/or the Regulatory Authorities and that there is no guarantee that my Modification Proposal will be incorporated into the Code.

